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1/2°X #16—REINFORCED WIRE MESH ON ALL SIDES

ISOMETRIC
GALV. STL. WET WELL FAN PROTECTIVE COVER

SCALE: 3/4” = 1'-0"

* MINIMUM DIMENSIONS SHOWN ACTUAL DIMENSIONS
SHALL BE AS REQUIRED TO SUIT FAN SIZE.
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1/2°x #16—REINFORCED WIRE MESH ON ALL SIDES
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-sn

G.S. GRATING

X(SEE NOTE 1.)

7

WASHERS AND NUTS (G.S.)
%

Kz

\

NN

5

4

A
.

*'r
<+ V1

o
4

4

GS. C4 X 5.4

|7

TYP.
3/16"

SECTION /B

SCALE: 3"=1'-0" U

A

ASGHZ.S (6.5.)

411/16"| 6 5/16"

| )|

RN

EXHAUSTER FAN MOUNTING DETAIL

INSTALL (4) 1/2" RAWL 316 SS
DROP-IN TYPE ANCHOR BOLTS

SCALE: 1 1/2°=1"-0"

1.— GRATING MAY BE FIBERGLASS OR EQUAL LOAD BEARING

CAPACITY(SUBMIT SHOP DRAWING FOR APPROVAL)

2.— PUMP SUPPORT BRACKETS SHALL BE HOT DIP GALVANIZED AFTER

FABRICATION

GENERAL NOTE

THESE ARE NOT CONSTRUCTION DRAWINGS, BUT ARE GUIDELINES
FOR MINIMUM DESIGN REQUIREMENTS. THE USER SHALL VERIFY

AND MODIFY INFORMATION SHOWN HEREON IN ACCORDANCE WITH
ALL APPLICABLE CODES AND STANDARDS, TO COMPLY WITH THE
REQUIREMENTS OF THEIR DESIGN AND MD-WASD REQUIREMENTS.

L3°x3°x1/4" CONT.

G.S. GRATING
(SEE NOTE 1.)1
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C4 X 54 4/

L2°x2"x1/4"x2" WELDED TO L3"x3’x1/4"
AND BOLTED TO C4x5.4 W/ 1/2%9 SS.
BOLT W/ WASHERS & NUTS (GS.) ——
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1/2"6x5" LONG S.S.
EXP. BOLTS @ 12" 0/C

MIAMI-DADE

COUNTY

Delivering Fxcellence Fvery Day

WATER
AND
SEWER
DEPARTMENT

ENGINEERING DIVISION

3071 SW 38TH AVENUE
MIAMI, FLORIDA 33146-2221
305-665 7471
miamidade.gov
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CHIEF ENGINEER:

SECTION HEAD:

PROJECT MGR.:

DESIGNED: X.X.X.

CHECKED: X.X.X.

DRAWN: X.X.X.

FINAL CHECK: X.X.X.

XXXXXXX XXXXX, P.E.
XXXXXXXXXX Engineer

State of Florida —
Date:
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ER No. : S000000

PCTS No. : 00000
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